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DIP Switch Settings on Acusensor 2

The information on the decal on the inside face of the Acusensor 2 may be misinterpreted. The simple
images of the switch can be construed in such a manner that all the settings are set opposite of what
is desired.

In essence, the shaded portion of the simple switch diagram represents the tang or tab of the switch.

ON ON
If the information on the decal is used -
for setting mode switch on the -
Acusensor 2, use the following switch
convention: OFF OFI

We are working with our vendor to produce better graphics for the label and will include this revised
label on future production runs of the Acusensor 2. Use the directions for settings in the Acusensor
manual until the label can be updated.
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